VENT NEEDS TO BE SCREENED
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1" TANK VENT
MSA VENT CAP

BROOKS # 37 METER BOX

(2) BOTTOMS REQUIRED

1" AIR VALVE

6" MAX.—
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1" STREET ELL  UNION
(COMBINATION AIR & VACUUM)
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OFF CORP 90 DEG. ELL

N
1" CORPORATION STOP

(FORD # 600)
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- ' "\|\ 1" BRASS 90DEG. ELL

1" x 6" BRASS NIPPLE

1" BRASS COUPLING

1" CORPORATION STOP

(FORD # 700)

(1" CARV)

FOR 12" AND SMALLER WATER MAINS

18" x 12" x 2" CONCRETE PAD

2. VENT PIPING TO BE GALV.
3. SLOPE COPPER TUBING FROM
MAIN UP TO AIR VALVE 1% MIN.
4. ENCASE TUBING FROM WATER MAIN TO BOX WITH 6 INCHES OF SAND
STD. DRG. NO
ENGINEERING
%4} 1" COMBINATION DEPARTMENT 401
1924 COUNCIL STREET
FOREST 3% |AIR & VACUUM VALVE | - SCALE

GROVE OREGON

FOREST GROVE, OR 97116

H:\STANDARD DETAILS\WATER\1 INCH COMBINATION AIR & VACUUM VALVE.DWG

LAST REV. 06/07/21




